To: Daly, Eric[Daly.Eric@epa.gov]

Cc: Kevin Shaverlkshaver@gesoncall.com}
From: Lisichenko, Peter

Sent: Tue 6/21/2016 7:54:46 PM

Subject: NFB AC Issue

Eric,

FYT - While up at NFB today, John from Niagara Building Center stated to me that the facility
AC was out and wondered if there was anyway it was associated with the work that we had
completed last week. Understanding that you are in training the next couple of days, I contacted
Kevin Shaver directly to discuss. According to Kevin, all systems were operational when we left
last Thursday. Kevin contacted John to ensure him that the work that we had completed should
not have interfered with the HVAC system. Kevin had me check the multiple thermostats at the
facility to see if the movement of one unit may have triggered the issue. Both units appear to be
functioning correctly. John said that he would check the AC unit itself on the rooftop when time
allows.

-Pete
Peter Lisichenko
603.512.4350

Sent from my mobile device

CONFIDENTIALITY: This email and attachments may contain information which is
confidential and proprietary. Disclosure or use of any such confidential or proprietary
information without the written permission of Weston Solutions, Inc. is strictly prohibited. If you
received this email in error, please notify the sender by return e-mail and delete this email from
your system. Thank you.
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